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Drain Manhole (DMH)
N.T.S. Source: VHB LD_115
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NOTES

1. ALL SECTIONS SHALL BE DESIGNED FOR
HS-20 LOADING. DIAMETER OF STRUCTURES
SHALL BE COORDINATED WITH PIPE
CONFIGURATIONS.

2. COPOLYMER MANHOLE STEPS SHALL BE
INSTALLED AT 12" O.C. FOR THE FULL DEPTH
OF THE STRUCTURE.

3. PROVIDE OPENINGS FOR PIPES WITH 2" MAX.
CLEARANCE TO OUTSIDE OF PIPE. MORTAR
ALL PIPE CONNECTIONS.

4. JOINT SEALANT BETWEEN PRECAST SECTIONS
SHALL BE PREFORMED BUTYL RUBBER.

5. DRAIN MANHOLE FRAME AND COVER  SHALL
BE SET IN FULL MORTAR BED.  ADJUST TO
GRADE WITH CLAY BRICK AND  MORTAR (2
BRICK COURSES TYPICALLY,  5 BRICK
COURSES MAXIMUM)

DIA.

VARIES

COMPACTED SUBGRADE

COMPACTED GRAVEL

CEMENT CONCRETE INVERT

SEE NOTE 3.

OUTLET

SHELF TO BE CONCRETE FORMED
AT SLOPE OF 1" PER FOOT.

SEE NOTE 4.

SEE NOTE 5.

FINISH
GRADE

STEPS, SEE
NOTE 2.
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Utility Trench
N.T.S. Source: VHB LD_300
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1
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NOTES

1. WHERE UTILITY TRENCHES ARE CONSTRUCTED THROUGH
DETENTION BASIN BERMS OR OTHER SUCH SPECIAL SECTIONS,
PLACE TRENCH BACKFILL WITH MATERIALS SIMILAR TO THE
SPECIAL SECTION REQUIREMENTS.

2. USE METALLIC TRACING/WARNING TAPE OVER ALL PIPES.

D
EP

TH
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IE

S

COMPACTED BEDDING
HAND TAMPED HAUNCHING

WARNING TAPE

DEPTH AND SURFACE
TREATMENT VARIES

COMPACTED
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5'
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" M
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SAWCUT
COMPACTED GRANULAR FILL

COMMON FILL/
ORDINARY BORROW

PAVED AREA
SEE APPLICABLE

PAVEMENT SECTION LANDSCAPED AREA

Silt Fence Barrier
N.T.S. Source: VHB LD_650

1/16

PROTECTED
AREA

WORK
AREA

FLOW

A
B A

B

WOOD STAKE
JOINT DETAIL

STAPLE

STAPLE1'
 (M

IN
.)

PLACE 4" OF FABRIC
ALONG TRENCH AWAY
FROM PROTECTED AREA
BACKFILL AND COMPACT

4" EMBEDMENT
(MIN.)

TOP OF
GROUND

4'
(MAX.)

1 12" X 1 12" X 4' WOOD STAKE
OR APPROVED EQUAL

SILT FENCE

Siltsock - Erosion Control Barrier
N.T.S. Source: VHB LD_658

1/16

WORK
AREA

FLOW

NOTES

1. SILTSOCK SHALL BE FILTREXX SILTSOXX, OR APPROVED EQUAL.

2. SILTSOCKS SHALL OVERLAP A MINIMUM OF 12 INCHES.

3. SILTSOCK SHALL BE INSPECTED PERIODICALLY AND AFTER ALL STORM
EVENTS, AND REPAIR OR REPLACEMENT SHALL BE PERFORMED PROMPTLY
AS NEEDED.

4. COMPOST MATERIAL SHALL BE DISPERSED ON SITE, AS DETERMINED BY THE
ENGINEER.

5. IF NON BIODEGRADABLE NETTING IS USED THE NETTING SHALL BE
COLLECTED AND DISPOSED OF OFFSITE.

12
" (

M
IN

.)

INSTALL SUPPLEMENTAL
COMPOST MATERIAL

TOP OF
GROUND

BIODEGRADABLE
MESH NETTING

COMPOST FILLED
SILTSOCK (12" TYP.)

2" X 2" WOOD STAKE,
PLACED 10' O.C.

3"
-4

"

PROTECTED AREA

Siltsack Sediment Trap
N.T.S. Source: VHB LD_674

1/16

FLOW FLOW

NOTES

1. INSTALL SILTSACK IN ALL CATCH BASINS WHERE INDICATED ON  THE PLAN
BEFORE COMMENCING WORK OR IN PAVED AREAS  AFTER BINDER COURSE IS
PLACED AND HAY BALES HAVE BEEN  REMOVED.

2. GRATE TO BE PLACED OVER SILTSACK.

3. SILTSACK SHALL BE INSPECTED PERIODICALLY AND AFTER ALL  STORM
EVENTS AND CLEANING OR REPLACEMENT SHALL BE  PERFORMED
PROMPTLY AS NEEDED.  MAINTAIN UNTIL UPSTREAM  AREAS HAVE BEEN
PERMANENTLY STABILIZED

SECTION VIEW

PLAN VIEW

EXPANSION RESTRAINT

SILTSACK

CATCH BASIN GRATE

1" REBAR FOR
BAG REMOVAL

CATCH BASIN GRATE

SILTSACK

24" SUMP DEPTH

24" (600 mm) HDPE ACCESS PIPE REQUIRED
USE FACTORY PRE-FABRICATED END CAP
PART #: SC740EPE24B

TWO LAYERS OF ADS GEOSYNTHETICS 315WTK WOVEN
GEOTEXTILE BETWEEN FOUNDATION STONE AND CHAMBERS
5' (1.5 m) MIN WIDE CONTINUOUS FABRIC WITHOUT SEAMS

CATCH BASIN
OR

MANHOLE

COVER ENTIRE ISOLATOR ROW WITH ADS
GEOSYNTHETICS 601T NON-WOVEN GEOTEXTILE

8' (2.4 m) MIN WIDE
CHAMBER

END CAP

ISOLATOR ROW DETAIL
NTS

OPTIONAL INSPECTION PORT

SC-740 6" INSPECTION PORT DETAIL
NTS

CHAMBER

12" (300 mm) NYLOPLAST INLINE
DRAIN BODY W/SOLID HINGED
COVER OR GRATE
PART# 2712AG6NIP
SOLID COVER: 1299CGC
GRATE: 1299CGS

6" (150 mm) INSERTA TEE
PART#6IPSSWST74IP

INSERTA TEE TO BE CENTERED
ON CORRUGATION CREST

6" (150 mm) DWV SCH40
PIPE (BY OTHERS)

18" (450 mm) MIN WIDTH

CONCRETE SLAB
8" (200 mm) MIN THICKNESS

PAVEMENT CONCRETE COLLAR NOT REQUIRED
FOR UNPAVED APPLICATIONS

CONCRETE COLLAR

Isolator Row Profile 
N.T.S. Source: StormTech

NOTES:

1. LANDSCAPE DRAINS SHALL BE NYLOPLAST 12" DRAIN BASIN, OR APPROVED EQUAL.

2. GRATES SHALL BE NYLOPLAST, 12"FLUSH GRATE OR APPROVED EQUAL AS SHOWN ON PLANS.

FLOW

24
" S
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P

(M
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)
4"
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)

4"4"

Area Drain (AD)
N.T.S. Source: VHB LD_197

9/17

FLUSH GRATE

CONCRETE COLLAR

LAWN

COMPACTED GRAVEL

COMPACTED
SUBGRADE

PIPE PER PLANS
(REFER TO UTILITY
TRENCH DETAIL)

8" 8"

8"
12

" M
IN 12" MIN
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L-300
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SEE CIVIL DRAWINGS
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CONCRETE PAVING
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CIVIL DRAWINGS

PAINTED CROSSWALK, SEE

CIVIL DRAWINGS
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CIVIL DRAWINGS
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REMAIN AND BE ADJUSTED
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1. ALL CONCRETE PAVERS WILL BE SELECTED FROM THE RANGE OF STANDARD MANUFACTURER COLORS

2. ALL PAVERS SHALL BE GAUGED

1. THE CONTRACTOR SHALL REVIEW ALL DRAWINGS AND NOTES TO DETERMINE THE TOTAL SCOPE OF WORK AND

ALL REQUIRED COORDINATION.

2. THE CONTRACTOR IS RESPONSIBLE FOR A THOROUGH SITE EXAMINATION TO SATISFY HIM OR HERSELF AS TO

THE ACTUAL SITE CONDITIONS BEFORE SUBMISSION OF BIDS.

3. CONTRACTOR SHALL VERIFY ALL EXISTING UTILITY LOCATIONS PRIOR TO EXCAVATION.

4. CONTRACTOR SHALL ARRANGE PRE-INSTALLATION CONFERENCES AT PROJECT SITE FOR STONE WALLS AND

PAVEMENT WORK. ATTENDEES SHALL INCLUDE OWNER'S REPRESENTATIVE, LANDSCAPE ARCHITECT, GENERAL

CONTRACTOR AND ALL SUB-CONTRACTORS DIRECTLY CONCERNED WITH THE WORK.

5. CONTRACTOR SHALL PREPARE SUBMITTALS TO THE LANDSCAPE ARCHITECT FOR ALL COMPONENTS OF THE

FINISHED WORK, INCLUDING SHOP DRAWINGS, PRODUCT DATA, MATERIAL CERTIFICATIONS, MIX DESIGNS AND

SAMPLES.

6. CONTRACTOR SHALL FURNISH AND INSTALL CONSTRUCTED SAMPLES (MOCK-UPS) DEMONSTRATING ALL

COMPONENTS OF THE DESIGN, INCLUDING FINISHED EXPOSED EDGES AND SURFACES, COLORS AND JOINTING

FOR REVIEW AND APPROVAL BY THE LANDSCAPE ARCHITECT PRIOR TO CONSTRUCTING FINAL WORK.  MOCK-UPS

MAY BE PART OF THE FINAL CONSTRUCTION. MOCK-UPS SHALL BE MAINTAINED AND PROTECTED THROUGHOUT

THE DURATION OF THE PROJECT AND WILL SERVE AS PROJECT STANDARD.  CONTRACTOR SHALL DEMOLISH AND

RECONSTRUCT MOCK-UP UNTIL APPROVAL FROM LANDSCAPE ARCHITECT.  MOCK-UPS SHALL INCLUDE: ONE FULL

HEIGHT AND WIDTH BY 6' LONG STONE WALL SECTION AND ONE 6' X 6' PANEL OF CONCRETE PAVEMENT.

7. THE DIMENSIONS OF PAVEMENT JOINTS AS SHOWN ON THE DRAWINGS ARE TO THE CENTER LINE OF EACH TYPE

OF JOINT EXCEPT WHERE PAVEMENT MEETS A VERTICAL FACE; AT THIS LOCATION DIMENSIONS ARE TO THE

VERTICAL FACE.  THE DIMENSIONS SHOWN ON DRAWINGS SHOW DESIGN INTENT AND MUST BE FIELD VERIFIED

PRIOR TO PREPARATION OF SHOP DRAWINGS. ALL ALIGNMENTS SHALL BE INSTALLED AS SHOWN.

8. THE CONTRACTOR SHALL BE RESPONSIBLE FOR DOCUMENTING THE LOCATIONS OF ALL EXISTING SITE ELEMENTS

TO BE RESET IN THEIR SAME HORIZONTAL LOCATION.

9. THE CONTRACTOR IS RESPONSIBLE FOR ALL DAMAGE INSIDE OR OUTSIDE OF LIMIT OF WORK LINE DUE TO

HIS/HER CONSTRUCTION OPERATIONS.

10. STORAGE AREAS FOR THE GENERAL CONTRACTOR'S EQUIPMENT AND MATERIALS SHALL BE LOCATED WITHIN

THE LIMITS OF WORK AS APPROVED BY THE LANDSCAPE ARCHITECT.

11. WHERE NEW PAVING MEETS EXISTING PAVING, MEET LINE AND GRADE OF EXISTING WITH NEW CONSTRUCTION.

12. AT ALL LOCATIONS WHERE EXISTING BITUMINOUS CONCRETE PAVEMENT ABUTS NEW CONSTRUCTION, THE EDGE

OF THE EXISTING PAVEMENT SHALL BE SAW CUT TO A CLEAN SMOOTH EDGE.

13. ALL EXISTING LIGHT POLES AND LIGHT BOLLARDS SHALL BE SAVED FOR OWNER FOR RELOCATION

14. EXISTING LIGHTS AND FLAG POLES SHALL BE SAVED FOR OWNER

LANDSCAPE MATERIAL NOTES
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1. IF DISCREPANCIES EXIST BETWEEN THE NUMBER OF PLANTS DRAWN ON THE

PLANTING PLAN AND THE NUMBER OF PLANTS IN THE PLANT LIST, THE PLANTING

PLAN SHALL GOVERN.

2. ALL NEW PLANT MATERIAL SHALL CONFORM TO THE MINIMUM GUIDELINES

ESTABLISHED FOR NURSERY STOCK PUBLISHED BY THE AMERICAN ASSOCIATION

OF NURSERYMEN, INC.  IN ADDITION, ALL NEW PLANT MATERIAL FOR THE PROJECT

SHALL BE OF SPECIMEN QUALITY.

3. THE LANDSCAPE ARCHITECT SHALL ONLY REVIEW TREES THAT ARE IN THE

GROUND AT THE NURSERY. NO PRE-DUG TREES WILL BE ACCEPTED. THEREFORE

TIMING OF IN-GROUND REVIEWS MUST BE COORDINATED WITH EXPECTED

INSTALLATION DATES.

4. ALL NEW PLANTS TO BE BALLED & BURLAPPED OR CONTAINER GROWN, UNLESS

OTHERWISE NOTED ON THE PLANT LIST.

5. THE CONTRACTOR SHALL SUPPLY ALL NEW PLANT MATERIAL IN QUANTITIES

SUFFICIENT TO COMPLETE THE PLANTING SHOWN ON THE DRAWINGS.

6. ANY PROPOSED SUBSTITUTIONS OF PLANT SPECIES SHALL BE MADE WITH PLANTS

OF EQUIVALENT OVERALL FORM, HEIGHT, BRANCHING HABIT, FLOWER, LEAF,

COLOR, FRUIT AND CULTURE, AND ONLY AFTER WRITTEN APPROVAL OF THE

LANDSCAPE ARCHITECT.

7. ALL NEW PLANTS SHALL BE TAGGED AND APPROVED BY THE LANDSCAPE

ARCHITECT AT THE NURSERY PRIOR TO DIGGING OR DELIVERY TO THE SITE.

8. CONTRACTOR SHALL LOCATE AND VERIFY ALL EXISTING UTILITY LINES PRIOR TO

PLANTING AND SHALL REPORT ANY CONFLICTS TO THE LANDSCAPE ARCHITECT.

9. STAKE LOCATION OF ALL PROPOSED PLANTING FOR APPROVAL BY LANDSCAPE

ARCHITECT PRIOR TO THE COMMENCEMENT OF PLANTING.

10. NEW SHRUBS AND GROUNDCOVER SHALL BEAR THE SAME RELATIONSHIP TO

GRADE AS IT BORE TO PREVIOUS GRADE.  TREES SHALL BE SET 3" HIGHER THAN

PREVIOUS GRADE. NO TREES SHALL BE PLANTED BEFORE ACCEPTANCE OF

ROUGH GRADING.

11. ALL PLANT BEDS TO RECEIVE UN-DYED, AGED AND SHREDDED BARK MULCH AS

PER SPECIFICATIONS.

12. ALL EXISTING TREES TO REMAIN SHALL BE PROPERLY PROTECTED DURING

CONSTRUCTION.  PROTECTION TECHNIQUES SHALL BE REVIEWED AND APPROVED

BY THE LANDSCAPE ARCHITECT.

13. PRUNE TREES IN ACCORDANCE WITH THE SPECIFICATIONS.

14. ALL PLANT MATERIAL SHALL BE MAINTAINED BY CONTRACTOR FOR ONE-FULL

CALENDAR YEAR AND GUARANTEED FOR ONE-FULL CALENDAR YEAR.

15. CONFIRM ALL QUANTITIES AGAINST PLANTING PLANS, GRADING PLANS, AND

SPECIFICATIONS, INCLUDING SITE DISTURBANCE OUTSIDE OF THE LIMIT OF

GRADING NECESSITATED TO FACILITATE CONSTRUCTION.

16. WHERE SAND AND GRAVEL ARE SPECIFIED FOR A DRAINAGE LAYER, EXTEND

DRAINAGE LAYER TO ASSOCIATED DRAIN LINES, DRAINAGE AREAS, OR DAYLIGHT.

17. WHERE ONE SOIL TYPE MEETS ANOTHER SOIL TYPE, FORM A 1:1 SLOPED

BOUNDARY TRANSITION.

18. WHERE A SOIL PROFILE ENCROACHES WITHIN THE DRIP LINE OF EXISTING TREES,

CONSULT WITH LANDSCAPE ARCHITECT PRIOR TO COMMENCING EXCAVATION.

19. ALL EXCAVATION AND PLACEMENT OF SOILS WITHIN THE DRIP LINE OF EXISTING

TREES TO BE PERFORMED BY HAND.

20. SCARIFY SUBGRADE AS SPECIFIED BEFORE PLACEMENT OF ANY PLANTING SOILS.

21. DO NOT PLACE OR HANDLE SOILS THAT ARE WET.

22. PROTECT ALL EXISTING SOILS AGAINST COMPACTION, CONTAMINATION WITH

CONSTRUCTION MATERIALS, AND ALL DISTURBANCE.

23. CONTRACTOR IS RESPONSIBLE FOR ACTUAL SITE CONDITIONS, COORDINATION OF

SOILS PLACEMENT, AND PLANTING SUBDRAINAGE.

24. DO NOT PLACE ANY PLANTING SOIL PRIOR TO INSPECTION BY LANDSCAPE

ARCHITECT.

25. SAND BASED STRUCTURAL SOIL (SBSS) WHERE IDENTIFIED SHALL CONSIST OF A

MINIMUM OF 1,000 C.F. OF SBSS FOR EACH TREE.

26. ALL EXISTING TREES ON SITE SHALL BE PRESERVED AND PROTECTED UNLESS

OTHERWISE NOTED.

PLANTING AND SOIL NOTES
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